Abstract: Surface discharges are precursors to flashover. To pre-empt the occurrence of flashover incidents, utility companies need to regularly monitor the condition of line insulators. Recent studies have shown that monitoring of UV signals emitted by surface discharges of insulators is a promising technique. In this work, the UV signals' time and frequency components of a set of contaminated and field-aged insulator under varying contamination levels and degrees of ageing were studied. Experimental result shows that a strong correlation exists between the discharge intensity levels under varying contamination levels and degree of ageing. As the contamination level increases, the discharge level of the insulator samples also intensifies, resulting in the increase of total harmonic distortion and fundamental frequencies. Total harmonic distortion and fundamental frequencies of the UV signals were employed to develop a technique based on artificial neural networks (ANNs) to classify the flashover prediction based on the discharge intensity levels of the insulator samples. The results of the ANN simulation showed 87% accuracy in the performance index. This study illustrates that the UV pulse detection method is a potential tool to monitor insulator surface conditions during service.
Introduction
Transmission line insulators are susceptible to contamination flashover, and thus are a source of power system failure. The energy transferred through the transmission line is usually at its highest level to avoid losses since it is transferred over a long distance. Thus, insulators used on transmission lines need to have adequate insulation for the particular voltage level they are operating. Although they have been designed for that voltage level, environmental factors need to be considered as they affect the insulators' performance [1] . The environment is one of the main causes of insulator flashover and breakdown in power systems. Aerosols and pollutants deposited on the surface of the insulators cause reduction in insulator surface resistance, thereby leading to the flow of leakage current (LC) [2] . This subsequently leads to the formation of surface discharges on the surface of the insulators.
Since the environment in which the insulators operate cannot be controlled, electricity supply companies carryout maintenance services to prevent or reduce surface discharges from developing into a flashover. The maintenance methods usually practiced by the utility companies are either breakdown maintenance or periodic maintenance. However, nowadays researchers are studying and developing methods to predict the insulators' surface conditions during their operation to prevent flashover occurrences. Such a kind of maintenance method is called predictive maintenance. In such cases, the surface discharges that develop on the surface of insulators which are precursors to flashover incidences can be monitored.
Insulator surface discharge needs to be monitored closely over time since the pollution around the insulators are unpredictable. The various methods that have been used to detect surface discharges include infrared method, ultrasonic method, acoustics method, leakage current method, and ultraviolet method, with each method having its pros and cons [3] [4] [5] . By detecting the discharge that happens on the surface of the insulators, the flashover can also be predicted and thus minimize power system failure. Table 1 summarizes the pros and cons of some of the detection methods used. Studies have shown that surface discharges on the surface of insulators emit UV radiation [6] . Ultraviolet radiation can be detected from many sources, such as sunlight, electric discharge, and special light (e.g., mercury-vapor lamps, back light) [7] . These UV radiations have different wavelengths. The UV radiation from electrical discharges such as corona have a waveband of 280-400 nm, while few others range from 160 nm to 180 nm [8] . These wavebands are also known as the solar blind region.
Many researchers have studied the UV radiation emitted from electrical discharge using the UV image method [9] [10] [11] [12] [13] . This method is reliable since it can detect and pinpoint the discharge location, though it is very expensive when used in the field. However, other inexpensive UV signal detection methods have been proposed. One of these methods is the UV pulse method. This method involves the detection and measurement of UV pulses due to UV radiation emitted by the insulator surface discharges. This method has been shown to be promising.
The paper presents laboratory studies on the detection and measurement of UV emission due to discharge activities on the surfaces of contaminated and field-aged ceramic insulators using the UV pulse voltage method. Various surface discharge intensities were generated under various contamination levels and degree of ageing. The detected UV pulse signals' time and frequency components were studied. Furthermore, pattern recognition techniques using an artificial neural networks (ANN) was employed and applied to the positively correlated parameters to predict the imminence and severity of contamination flashover incidence.
Materials and Methods

Insulators Samples
Glass (ceramic) insulator samples were used and grouped into Group A, Group B, and Group C. The insulators were obtained from the 132-kV transmission line network of the Malaysian national power company, Tenaga Nasional Berhad. The insulators sampled were standard insulators having a leakage distance of 290 mm. Table 2 shows the description of the insulators sampled, respectively. 
Experimental Setup
Test Chamber
The test chamber was designed and fabricated for the purpose of this study. Figure 1 shows the experimental setup of this study. A 100-kV step-up transformer was used to inject high voltage to the insulator sample. The high-voltage supply from the transformer was controlled using a voltage regulator. The insulator sample was housed in the chamber made up of acrylic glass. The dimension of the chamber as 80 × 80 × 80 cm. In this study, applied voltages ranging from 25 kV to 65 kV were used depending on the desired discharge intensity level to be generated. 
Detection and Measurement of UV Signal
The UV radiation emitted during discharge activities was detected using a UV pulse sensor which was placed outside of the chamber. The sensor was powered by a 12 V DC battery. The output of the sensor was connected to a computer via an analog-to-digital converter (Picoscope 5244B, 2 Channel, 200 MHz, 500 MSPS, 512 Mpts, 5.8 ns). The UV sensor (UV TRON R2868, manufactured by Hamamatsu Company, Shizuko Japan) was used to detect the UV signals during discharges. The UV sensor can detect UV signals with wavelengths between 160 nm and 280 nm. The sensor comes along with its driving circuit, UVTRON Driving Circuit C3704. The driving circuit activates the sensor in the event of a discharge. Figure 2 shows the response range of the UV sensor. The UV sensor can detect UV radiation 5 m from the source. Detailed specification of the sensor has been described in Reference [14] . In this study, the UV sensor and driver circuitry were housed in a box and placed just outside the insulator test chamber. PicoScope software installed in the computer was used for measuring and recording the UV pulse signals data. The PicoScope software acted as a digital oscilloscope. The signal data were saved in PicoScope files before being transferred into Microsoft Excel and MATLAB for further analysis. MATLAB was used to remove the noise in the signals to make it easier for pattern identification, and also to find the harmonic distortion of the signals. 
Artificial Contamination
In this study, the insulator samples were artificially contaminated with salt according to IEC 60507 [15] . The insulators were contaminated with 3 different salinity levels. To contaminate an insulator sample, a known amount of salt is dissolved in a liter of water and then sprayed on the insulator surface using a spray bottle. The equivalent salt deposit density (ESDD) of the salinity levels were computed using IEC 60507. The IEC 60815 [16] was used to determine the contamination severity of the 3 salinity levels used based on the computed ESDD. Table 3 shows the salt amount and the corresponding ESDD and contamination level. 
Insulator Surface Discharge
Discharges are local breakdowns due to increased electrical stress. In order to generate the discharges of various intensities on the surface of the insulator samples, the applied voltage was varied. Various discharge intensities were generated to closely mimic service condition as well as processes that lead to flashover of insulator during service. Voltage was applied starting from zero and increased continuously until the required discharge intensity level was reached. Once the required discharge intensity level was reached, the applied voltage, UV signal voltages, and waveforms were recorded. Table 4 depicts the discharge intensities produced in this study. 
Data Analysis
Fast Fourier Transform (FFT) was used in this study to compute the total harmonic distortion (THD) values of the detected UV signals saved. The FFT analysis was done using MATLAB software using Simulink block diagram tools. The saved UV signal data in PicoScope software were transferred to Microsoft Excel then transferred to MATLAB. Figure 3 shows the block diagram of the FFT analysis to determine the THD and frequency component of the signals. The THD was used in this work to study the distorted UV signals caused as a result of the presence of discharges. Total harmonic distortion is the ratio between the root-mean-square (RMS) values of harmonics and the RMS value of the fundamental. 
Flashover
In this study, pattern recognition using ANN was used to identify and classify discharge intensity levels under various insulator surface conditions vis-à-vis contamination level, contamination state and degree of ageing. The pattern recognition results were used to predict the imminence of contamination flashover incidence. Figure 4 shows the pattern recognition process using ANN. Based on the intensity levels of the surface discharge intensifies both under dry and wet conditions, this study developed contamination flashover severity level based on the insulator surface condition and discharge intensity levels as shown in Table 5 . The UV pulse data (frequency components) were normalized to be in range of 0 to 1 using Equation (1) [17] below before using them as inputs to the ANN. This equation is a standard mathematical equation used to normalize sets of data. Normalization is a technique of preprocessing data to ensure a uniform statistical distribution of each input value. If the input and the output variables are not of the same order of magnitude, some variables may appear to have more significance than the actual data. The ANN input takes data of the range 0 to 1; the experimental data are either within 0 to 1, or outside this range. So, the data has to be normalized to be within the 0 to 1 range [17] .
where V max and V min are the input range of the ANN. D is the input value of the data while D min and D max are the minimum and maximum values of the input data.
Artificial Neural Network
The ANN was designed using the MATLAB Neural Network Toolbox. Based on the relationship between the discharge intensity levels and UV signals' THD and fundamental frequencies, the input of the ANN were harmonic components of the UV signals. In this study, the ANN designed had three layers. The input layer (with two inputs), two hidden layers with nine and eleven neurons, respectively, and the output layer with three outputs. Figure 5 depicts the ANN architecture. The THD and fundamental frequency components of the UV signal were used as the input of the ANN.
The output values of the ANN correspond to the three categorized flashover indication levels. Table 6 shows the relationship between the ANN output neuron value and the flashover indication levels. In this study, 98 sets of experimental data were used. In the training phase, 68 data sets were used to train the neural network. The data comprised of 28 different sets of data to train the ANN on "warning" flashover level, while 20 data sets each were used to train the ANN for "danger (dry condition)" and "danger (wet condition)", respectively. The remaining 30 sets of data (which were not used for the training) were used to test the ANN. The data used for the ANN training and testing were the frequency components of various discharge intensity levels under different insulator surface conditions as summarized in Table 5 . 
Results and Discussions
Flashover
The UV sensor connected to the PicoScope produces sinusoidal waveform at the output of circuit driver in the absence of any UV signal detected from surface discharges. A low voltage not high enough to produce a discharge was applied to the insulator sample. Figure 6 shows the sensor output in the absence of any detected UV signal. From Figure 6 it can be seen that the waveform of a frequency of 50 Hz (having a period of 0.02 s) is the same as the injected voltage of the insulator. Each frame of the PicoScope is taken in 100 ms so that analyses will be easier. MATLAB was used to re-plot the signals' waveform.
UV Due to the Presence of Surface Discharge
This section presents and discusses the results of the measured and recorded UV signals detected during discharge activities on the surfaces of the insulator samples under the varying degrees of contamination and ageing for dry and wet insulator surfaces.
Clean Insulator Samples
Contamination on the surface of insulators could be washed away because of rain or snow rendering an aged or unaged insulator surface free from contamination. Furthermore, the uncontaminated insulator may experience wetness on its surface due to dew, drizzles, etc., or become dry in the presence of dun, etc. The cleaning method for the insulator was done according to the IEC 60305 standard [18] . These service conditions were mimicked according to IEC 60507 [15] in the laboratory and UV signals due to the presence of discharges were investigated.
Dry Conditions
Under dry conditions, the insulator samples were cleaned from any conductive materials on the surfaces. The results for dry insulators conditions are shown in Figure 7 . From the figure, it can be seen that the magnitude of the UV signal waveforms increased with increasing discharge intensities for all the insulator sample groups. Hissing condition had the lowest magnitude while severe discharge had the highest. In addition, the magnitude of the UV signals also increased with the degree of ageing. Group C insulators, which were severely corroded, had the highest voltage waveform magnitude, while Group A, which were in good condition, had the lowest. Group C insulator samples also had higher pulses compared to Group B and Group A samples.
A trend could also be observed concerning the number of disturbances due to the presence of discharges in the first and second half cycles of the signals. In the first half cycle, hissing had the least disturbances, with the number of disturbances increasing with increasing discharge intensities. This was also observed in the second half cycle albeit with higher disturbances compared to the first half cycle. Additionally, the disturbances in the second half cycles for lower discharge intensities were minimal. Table 7 presents the injected voltages (required to create the necessary stress on the surface of the insulators) and the average peak-to-peak value of the UV signals. It can be seen that there is a correlation between the UV signal peak-to-peak amplitude (detected by the UV sensor) and the discharge intensity levels. As the discharge intensity levels of the insulators increase, the UV signals detected due to the UV radiated from the discharges increased as well. Wet Conditions
In the case of wet conditions, clean water was sprayed on the insulator surface (without any contamination). As earlier mentioned, this condition represents clean insulators in the field having wet surface due to rain, drizzle or humidity (in the night). The intensity of the discharge during the wet conditions is different from dry conditions. The results of detected UV signals for wet conditions are shown in Figure 8 .
When the surfaces of the insulator samples are wet, they will possess lower resistances compared to the dry-surfaced insulators, thus higher magnitude LC will flow. Similar to the UV signal waveforms presented under dry conditions (Figure 7) , it can also be seen that a correlation exists between the UV signal magnitudes and discharge intensities. Likewise, the number of disturbances in each half cycle. However, the disturbances in the case of wet conditions are higher/severer than those under the dry conditions. In addition, the UV signal waveforms of aged insulators (Group B and C) had more disturbances than the unaged insulators (Group A). Table 8 shows the values of injected voltages and UV signals peak-to-peak values under wet conditions. It can be seen from the table that the injected voltage needed to produce the discharge intensities were lower compared to dry conditions. This was due to the low surface resistance the insulator samples possessed as a result of wetting (moisture). In addition, there was not a marked difference in the average peak-to-peak values of the UV signals. However as earlier mentioned, the disturbances due to the discharge activities (which reflected on the waveforms) were higher when compared to dry condition. Figure 9 presents a comparison between the UV signal peak-to-peak voltages of the insulator samples under dry and wet condition. The increasing trend can be seen from hissing to severe discharge intensity level for all groups of insulators. However, the voltage amplitudes of the most aged insulators (Group C) under wet conditions was the lowest. This is because this group of insulators were the most severely corroded, thus when wet, they will possess the lowest surface resistance; this implies that lower injected voltage was required to generate surface discharges with high intensity. 
Contaminated Insulator Samples
In this section, the aged insulator samples were contaminated with different levels of contamination (light, medium, and high).
Dry Condition
Contaminated insulators with dry conditions in service often happen when the insulators have been polluted with industrial pollutions, smoke from vehicles, etc., or coastal pollution such as salt sprays from the sea, which then get dried up under hot and sunny days. In this study, to replicate this type of field contamination in the laboratory, the surfaces of the insulator samples were sprayed with saline solution and then dried out under the sun for 6 h [13] . Figure 10 shows the UV signal waveforms of lightly contaminated insulator samples under dry conditions. From Figure 10 , it can be seen that the UV signal waveforms vis-à-vis magnitude and disturbances are similar to clean insulator samples under dry conditions, however, with more disturbances observed. Appendix A shows the UV signals for insulator samples with medium and heavy contamination. Tables 9-11 show the injected voltages and average peak-to-peak voltage of the UV signal waveforms for the contaminated insulator samples under dry conditions for light, medium, and heavy contamination levels, respectively.
From the UV signal waveforms, injected voltages, and peak-to-peak voltages results, it can be seen that the UV signals magnitude were mostly increasing as the intensity of the discharge increased.
Although some of the signals' peak-to-peak voltages were decreasing from discharge at cap to severe discharges. In addition, the disturbances were higher when compared to dry condition without contamination. The disturbances in the first half cycles of the UV signals were also having increasing trends as the discharge intensities increased. Figure 11 shows the graph of insulator samples' UV signal peak-to-peak voltages for dry condition at each level of contamination. Figure 11 . Average peak-to-peak voltage for all insulator sample groups for all contamination levels under dry condition.
Wet Conditions
Under wet conditions, the insulator surfaces were sprayed with salt contaminants of different contamination levels and experiment were conducted while their surfaces were still wet. Figure 12 shows the results of the UV signals for light contamination under wet conditions. The UV signal waveforms for medium and heavy contamination levels are shown in Appendix B. It can be seen from the waveforms that the disturbances on the UV signal waveforms were very high, much higher than wet conditions for clean insulators. In addition, the waveforms were highly distorted especially the aged insulator samples (Group B and C). The corrosion on the insulator surfaces provided a conductive path which along with the moist surface made their surface resistances to be drastically reduced, thus leading to severe discharge activities even at lower electrical stresses. Tables 12-14 show the injected voltages and average peak-to-peak voltage of the UV signal waveforms for the contaminated insulator samples under wet conditions for light, medium, and heavy contamination levels, respectively. It can be seen from the results that due to very low resistances of the Group B and C insulator samples' surfaces, the injected voltages applied to produce a discharge were much lower than clean contaminated insulators (both dry and wet conditions). Furthermore, hissing discharge was not observed, as the electrical stress experienced on the insulator samples led straight to spot discharges, as in the case of light and medium contamination. While for heavy contamination, the electrical stress applied led to continuous discharges. Table 13 . Injected voltage and average peak-to-peak voltages of the UV signals for wet insulators conditions with medium contamination level. Table 14 . Injected voltage and average peak-to-peak voltages of the UV signals for wet insulators conditions with heavy contamination level. It is also worth noting that as the discharges became severe, the amplitude of the voltage waveforms were becoming smaller especially for Group B and C insulators, as shown in Figure 13 . This is due to the fact that these groups of insulator samples were aged; their surface resistances had further been reduced by contamination, therefore the intense arcing activities on their surface created ohmic heating which dried up the insulator, and thus created higher resistance paths and spots on the surface of the insulators. 
Analysis of UV Signals Frequency Components
Total Harmonic Distortion
From Section 3.2, a correlation between the severity of the discharge and signal distortion was observed. In view of this, the FFT analysis to determine the THD values of the UV signals for all conditions were computed and analysed in this section. Figure 14 presents the THD of the insulator samples UV signals under dry conditions. From Figure 14 , with respect to contamination levels, it can be seen that there is a general trend in the THD values of the insulator samples as their discharge intensity increased. At hissing discharge level, the signal distortion was normally low. As the discharge intensities increased, the disturbances increased which gave rise to harmonics, thus leading to the increase in the THD levels of the UV signal.
Dry Conditions
However, with respect to the degree of insulator ageing, a strong correlation did not seem to exist for all cases. In some cases, the THD of the most severely corroded (Group C) insulators were lower than the mildly corroded insulator (Group B). This may be attributed to the surface condition. Under dry surface condition, LC and surface resistances of insulators tend to be low with very little difference with respect to their contamination levels. However, when the contamination becomes moist, then a marked difference in the LC or surface resistance is noticed due to the conductive nature of the contamination level. Table 15 shows the average THD values of the insulator samples with respect to discharge intensity levels irrespective of contamination levels. From the table, an increasing pattern in the THD values in relation to discharge intensity levels can be seen clearly. Wet Conditions Figure 15 presents the THD of the insulator samples UV signals under wet conditions From Figure 15 , it can be clearly be seen that a strong correlation exists between the THD and both contamination level and degree of ageing. The THD values of the insulator samples were increasing as the discharge intensity levels increased. Furthermore, Group C (severely corroded) insulator samples possessed the highest THD values followed by Group B (mildly corroded). The corrosion on their surfaces provided more conduction in addition to the moist contamination. The THD of Group C insulators reached as high as 40%, while Group A insulators were less than 15% for all cases of contamination levels. In contrast, under dry contamination, most of the THD values were below 25%. This indicates the danger moisture contamination poses to insulators in service towards flashover incidence. Table 16 shows the average THD values of the insulator samples under wet conditions with respect to discharge intensity levels irrespective of contamination levels. Similar to dry condition, an increasing pattern can also be seen in the THD values in relation to discharge intensity levels. In this section, results on the fundamental frequency components of the UV signals are presented, analysed, and discussed. The data was analyzed using the FFT method. Prior to using the FFT to find the harmonics component of the UV signals, the signals detected from the sensors were filtered using a simple Butterworth filter design in MATLAB tools. The filter was designed to filter out noise signals from the UV signals sensor. Figure 16 shows the fundamental frequency component for dry conditions produced by the UV sensors signals From Figure 16 , it can be seen that a correlation exists between the fundamental frequencies of the UV signals and discharge intensity levels. However, with respect to degree of ageing, it can be seen that the entire insulator sample groups almost have the same voltage magnitude of fundamental frequency component. As earlier mentioned, under dry surface condition, irrespective of contamination level or ageing, insulators tend to have almost the same surface resistances or LC values. This explains the reason why the fundamental frequencies were almost of the same magnitude. Figure 17 shows the fundamental frequency component of the UV signals under wet conditions. The discharge intensities of the insulator samples under wet conditions was higher than under dry condition. It can be seen that, similar to dry surface conditions, the fundamental frequency magnitudes were increasing with increasing discharge intensities. However, with respect to degree of ageing, the fundamental frequencies magnitudes were decreasing as the insulator surface degradation increased. This decrease in the magnitudes of the fundamental frequencies can be attributed to the intense discharges on the surface of the insulator samples. Moisture and the severe surface degradation resulted in intense discharges that lead to dry band on the surface of the insulator due to ohmic heating. This resulted in the increase of surface resistance, and thus lower arc/discharge current and consequently voltage. 
Wet Conditions
Contamination Flashover Prediction Using ANN
The UV signals detected during discharge activities have shown to exhibit some patterns with respect to insulator contamination levels and degree of ageing. The THD and fundamental frequency components of the UV signals demonstrated correlations with the discharge intensity levels of the insulator samples based on the results discussed in Sections 3.2 and 3.3. It can be suggested that the UV pulses can be used to characterize and recognize discharge intensity levels based on the THD and fundamental component of the UV signals detected. Therefore based on these findings, ANN was employed for pattern recognition purpose to predict the occurrence of flashover on transmission lines. Table 17 shows the output of the ANN during testing after the training phase. It can be seen from the simulation results, that out of the 30 data sets used to test the ANN, only four data sets were incorrectly predicted (data of samples no. 5, 11, 26, and 27). It could be said that the ANN designed have an accuracy of 87% performance level. The performance of ANN was determined using Equation (2) .
Artificial Neural Network (ANN) Simulation Results
Performance(%) = Number of correctly recognized intensity level Total number of sample tested × 100% (2) 
Conclusions
This research work presents a study on insulator surfaces discharges using the UV pulse method. The UV radiations emitted by varying discharge intensities were studied under various contamination levels and degree of ageing. The main findings from this work are as follows:
1.
Insulator surface discharges under varying contamination levels and degradation levels from UV signals using the UV pulse voltage method were studied. The UV signal voltages and waveforms due to presence of surface discharges were analyzed. 2.
Based on the experimental results under wet surface conditions, a strong correlation exists between the frequency components of the UV signals and discharge intensity levels under varying contamination levels and varying degree of ageing. As the contamination levels increased, the discharge intensity levels of the insulator samples increased resulting in the increase of the UV signal THD and fundamental frequency component.
3.
Under dry surface conditions, similar correlations for wet surface conditions were observed, however, no correlation was observed between the frequency components of the UV signals and discharge intensity levels under varying degrees of ageing.
4.
Fundamental frequency components and THD of the UV signal were successfully used to predict the imminence of flashover using ANN, yielding an 87% performance level.
Based on the above findings, the objectives of the research were successfully achieved. 
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Appendix A
Ultraviolet signals for insulator samples for each group under dry conditions for medium and heavy contamination levels.
Appendix B
Ultraviolet signals for Group A insulator samples under wet conditions for medium and heavy contamination levels.
